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NOTES:

1. LID SHALL BE PLACED ON METERBOX WITH
AMR PORTION ON STREETSIDE OF SERVICE.
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NOTES
1.
2,

VALVE BOX SHALL BE 3 PART SLIP-TYPE

VALVE BOX SHALL BE 3-PIECE CLOSE GRAINED
CAST IRON SLIP-TYPE VALVE BOX WITH A MINIMUM
THICKNESS OF 3/16".

. VALVE BOX SHALL HAVE RAISED LETTERS

"WATER" CAST INTO COVER.

. VALVE BOX ACCOMMODATES 4" THRU 12" VALVES.
. VALVE BOX SHALL HAVE 3/8" HOLE DRILLED IN TOP

SECTION THRU WHICH A 1/4" X 1-1/2" GALVANIZED

FAYETTEVILLE, N.C.
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TOP TO BE FLUSH WITH
FINISH GRADE AND LEFT

VALVE BOX PROTECTOR
RING SHALL BE PLACED WHERE

NOTES:

EXPOSED VALVE IS LOCATED IN NON-
TRAFFIC AREAS. SEE VALVE
PAVEMENT BOX PROTECTOR RING DETAIL.
1. ALL GATE VALVES SHALL BE RESILIENT
RS e — WEDGE VP
COLLAR 2. ALL VALVES SHALL HAVE 2" SQUARE
OPERATING NUT AND SHALL OPEN
T S - COUNTERCLOCKWISE.
s AR NEON l 3. VALVE BODY, BONNET & GATE SHALL BE
LH—i# v ‘$ I;{ i !W_& CONCRETE COLLAR DUCTlLE IRON CONFORM|NG TO ASTM A-536.
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SECTION "A-A" PLAN BOLT SHALL BE USED TO SECURE A 12GA. THHN
" TRACER WIRE FOR NON-FERROUS PIPE. A 1/2"
5-1/4" DROP LID WASHER SHALL BE USED BETWEEN NUT AND
9" saan INSIDE OF BOX. TIGHTEN HAND TIGHT.
- 7-5/8" =' — s - 6. SCREW TYPE VALVE BOXES ARE NOT ACCEPTABLE.
738" = = 7. DIMENSIONS SHOWN ARE FOR INFORMATION ONLY
oo AND VARY BASED UPON THE MANUFACTURER
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NOTES:
2 RINGS OF #3 REINFORCING 1. CONCRETE PROTECTOR RING SHALL BE
DEFORMED BAR AS SHOWN 2500 P.S.I. PRECAST REINFORCED CONCRETE
2. VALVE BOX SHALL BE AT GRADE
A A W/PROTECTOR RING EXTENDING
1/2" ABOVE GRADE
? ? 3. SEE GATE VALVE AND BOX DETAIL
4. VALVE BOX PROTECTOR RINGS
SHALL BE INSTALLED AROUND VALVE
BOX IN UNPAVED NON-TRAFFIC AREAS.
AND SHALL NOT CREATE A HINDERANCE
TO MOWING OPERATIONS.
SHADED PORTION OF
RING IS EXPOSED
REMAINDER IS BURIED
PLAN
N.T.S.
GROUND
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Z RING
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UTILITY CONSTRUCTION

NOTE: THESE PWC STANDARDS
HAVE BEEN MODIFIED BY THE
NCDOT.
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